
EXISTING PARAMOUNT THEATER
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PROPOSED RESIDENTIAL/RETAIL/GARAGE
24,419 SQFT
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EXISTING LOT COVERAGE
24,233 SQFT (41%)

PROPOSED LOT COVERAGE
48,652 SQFT (84%)



EXISTING PARAMOUNT THEATER
21,334.37 SQFT

EXISTING PARAMOUNT THEATER
21,334.37 SQFT

PROPOSED RESIDENTIAL & RETAIL
24,283 SQFT

Scale:
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EXISTING PHOTOS - THEATRE ROOF

IMAGE 1 - COOLING TOWER
EXISTING EQUIPMENT AND SCREEN FROM ROOF

IMAGE  - CURRENT SITE VIEW
VIEW FROM NORTH COUNTY ROAD, LOOKING 
EAST

IMAGE  - CURRENT SITE VIEW
VIEW FROM SUNSET AVE, LOOKING NORTH

IMAGE  - THEATRE ROOF
PANORAMA VIEW OF EXISTING ROOF

THEATRE ROOF KE NOTES
A. THEATER GENERATOR - 64KW, 36" W x 98" L x 80" H (with tank)

(64KW subject to increase but remain less than 100KW)

J. OPEN AIR MECHANICAL ENCLOSURE - +/- 121 1/2" H

K. WALL MOUNTED LOUVER TO DUCT MOUNTED - 30" H x 192" L WALL MOUNTED LOUVER* 
GREASE/SMOKE/ODOR ELIMINATING SYSTEM & FAN *May be subject to change based on additional coordination and existing conditions
ABOVE INTERIOR CEILING

L. CLUB KITCHEN INTAKE - 19"H x 42" W x 48" L

M. KITCHEN INTAKE - 19" H x 42" W x 48" L

N. WALL MOUNTED LOUVER TO DUCT MOUNTED - 30" H x 114" L WALL MOUNTED LOUVER* 
GREASE/SMOKE/ODOR ELIMINATING SYSTEM & *May be subject to change based on additional coordination and existing conditions
FAN ABOVE INTERIOR CEILING

Q. EXISTING COOLING TOWER -  Subject to change depending on current system load and efficiency

R. EXISTING CONDENSATE LINE - Size and quantity of pipes subject to change depending on changes to systems

S. PROPOSED CONDENSER EQUIPMENT - 114" H x 8" W x 60" L ; 98" H x 30" W x 34" L
*Proposed in event cooling tower requires full replacement




